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 (DND)EX. HYDRANT

(ATG)

EX. MH

(ATG)

EX. CB

CONST. E. 90TH ST.

| EX. R/W &

(TBR)

EX. 5" TREE

(TBR)POST 

EX. 2" FENCE

(DND)POST 

EX. 2" FENCE

(DND)POST 

EX. 2" FENCE

CONST. KINSMAN RD.

| EX. R/W &

(DND)

EX. MH

(DND)

EX. CB

 (DND)MH

EX. WATER

 (DND)MH

EX. WATER

RESURFACING EDGE

SAWCUT

7473

3 15
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 (DND)CPP #48-6

EX. WOOD POLE

(DND)CEI #679186 

EX. WOOD POLE

 (DND)CEI #539457

EX. WOOD POLE
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E
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9
0

T
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S
T
.

(ATG)MH 

EX. NEORSD

RESURFACING EDGE
(DND)VALVE 

EX. GAS STOP

(DND)MH 

EX. NEORSD

(BY OTHERS)

PR. 6" MDPL GAS

(TBR)

EX. CB

706.08

12" TYPE B,

ODOT SCD DM-1.1

MASONRY COLLAR PER

(ATG)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

 (ATG)VALVE

EX. WATER

(ATG)VALVE 

EX. WATER

 (ATG)VALVE

EX. WATER
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R-4

D-3
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CONST. E. 91ST ST.

| EX. R/W &

CONST. KINSMAN RD.

| EX. R/W &

SAWCUT

(DND)

EX. HYDRANT

(DND)EX. HYDRANT 

(TBR)EX. 6" TREE 

(TBR)EX. 12" TREE 

(ATG)

EX. CB

(ATG)

EX. CB

(ATG)

EX. CB

(DND)

EX. CB

(TBR)FENCE 

EX. 6' CHAIN LINK

(DND)

EX. CB

 (DND)CAN

EX. TRASH

(DND)POLE 

EX. STEEL

 (ATG)MH

EX. UTILITY

(DND)

EX. CB

(ATG)

EX. MH

(ATG)

EX. MH

(DND)

EX. CB

EDGE (TYP)

RESURFACING

7974

3 15

(DND)CEI #679187 

EX. WOOD POLE

 (DND)CEI #679188

EX. WOOD POLE

(DND)CPP 

EX. WOOD POLE

(DND)CPP 

EX. WOOD POLE

PR. CITY CB-1

FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT 

UNDERDRAIN

PR. BASE PIPE

UNDERDRAIN

PR. BASE PIPE ODOT SCD DM-1.1

MASONRY COLLAR PER

UNDERDRAIN

PR. BASE PIPE

KINSMAN RD.

E
. 9

1
S

T
 

S
T
.

(BY OTHERS)

 (TBR)CEI #527700

EX. WOOD POLE

(ATG)MH 

EX. NEORSD

 (DND)CEI #524163

EX. WOOD POLE

(BY OTHERS)

(TBR)CEI #527701 

EX. WOOD POLE (BY OTHERS)

(TBR)CEI #545478 

EX. WOOD POLE STUB
(TBR)

EX. CB

MH-1

PR. CITY

CEI #527701 (BY OTHERS)

PR. WOOD POLE

STA. 36+76.00, 32.0' RT

CEI #527700 (BY OTHERS)

PR. WOOD POLE

STA. 38+35.00, 34.0' RT

ODOT SCD DM-1.1

MASONRY COLLAR PER

(BY OTHERS)

PR. 6" MDPL GAS

12" TYPE B, 706.08

12" TYPE B, 706.08

706.08

12" TYPE B,

12" TYPE B, 706.08

121 125
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CEI #545478 (BY OTHERS)

PR. WOOD POLE

STA. 37+70.00, 33.0' RT

(TBR)VAULT 

EX. WATER METER

(TBR)AND TAP VALVE BOX 

EX. WATER TAP VALVE 

(TBR)AND VALVE BOX 

EX. WATER CURB VALVE

FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT

(ATG)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER
WVA-7

WVA-8

R-3

(TBR)

EX. CB

PR. CITY CB-1

D-10 D-11

D-4

FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT 

D-3

D-6

D-5

D-7

D-8

D-9

D-12

D-13

R-2

D-10A

WR-1

WR-2

WR-3

R-5

R-4

(TBR)CONNECTION 

WATER SERVICE

EX. 1" LEAD

(TBR)CONNECTION 

WATER SERVICE

EX. 1" LEAD



OH-COMB

O
H
-
C

O
M

B

OH-COMB
OH-COMB

O
H
-
C

O
M

B

OH-COMB OH-COMB

O
H
-

C
O

M
B

OH-COMB

O
H
-

G
U

Y

CEI

CEI

CEI

16"

8" STEEL

6" STEEL

NO. 6 BRICK

12" PVC12" PVC

12
" 

P
V

C

6
" 

V
C

P

(NEORSD)

66" BRICK

6"

39 40 41

N

65

U
T
I
L
I
T

Y
 

P
L

A
N
 
-
 

K
I
N

S
M

A
N
 

R
D
.

S
T

A
. 

3
8

+
5

0
.0

0
 

T
O
 

S
T

A
. 

4
1
+
0

0
.0

0

J
T

H

D
A

B

..
.\

S
h
e
e
t
s
\

1
1
0
4

2
6
_

G
P
1
0
3
.d

g
n
 
 
 
4
/
2
7
/
2
0
2
1
 
1
:5

6
:3

2
 

P
M
 
 
 
J
o
s
e
p
h
.H

o
g
a
n

H
O

R
I
Z

O
N

T
A

L

S
C

A
L

E
 
I
N
 
F

E
E

T

10

5
2
0

C
A

L
C

U
L

A
T

E
D

C
H

E
C

K
E

D

0

202

C
U

Y
-
4

2
2
-
0

4
.3

4

6
6

M
A

T
C

H
L
I
N

E
 
S

T
A
.
 
4
1+

0
0
.
0
0
,
 
S

E
E
 
S

H
E

E
T
 

6
4

M
A

T
C

H
L
I
N

E
 
S

T
A
.
 
3
8
+
5
0
.
0
0
,
 
S

E
E
 
S

H
E

E
T
 

 (TBR)EX. HYDRANT

(DND)

EX. CB

(DND)

EX. CB

(ATG)

EX. CB

SAWCUT

SAWCUT

EDGE (TYP)

RESURFACING

8479

50 52

51 53

3 15

121 125

 (DND)CPP #SE5 48-3

EX. WOOD POLE

 (DND)CPP

EX. WOOD POLE

PR. CITY CB-1

PR. CITY CB-1

PR. CITY CB-3

FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT 

 UNDERDRAIN

PR. BASE PIPE

UNDERDRAIN

PR. BASE PIPE 

 FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT

 FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT

 UNDERDRAIN

PR. BASE PIPE

KINSMAN RD.

132 133

(BY OTHERS)

(TBR)CEI #527052 C.P. 

EX. WOOD POLE

(BY OTHERS)

(TBR)CEI #325728 

EX. WOOD POLE

UNDERDRAIN

PR. BASE PIPE 

 FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT

PR. CITY CB-1

(BY OTHERS)

 (TBR)CEI #539459

EX. WOOD POLE

CEI #527052 C.P. (BY OTHERS)

PR. WOOD POLE

STA. 39+34.00, 35.0' RT

(BY OTHERS)

PR. 6" MDPL GAS

706.08

12" TYPE B,

12" TYPE B, 706.08

12" TYPE B, 706.08

706.08

12" TYPE B,

2 SCHEMATIC PLAN

- TYPICAL SECTIONS

& PLAN

& PROFILE

- CROSS SECTIONS

- DRIVE DETAILS
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- WATER WORK DETAILS
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165 166

PR. HYDRANT PER STD-H02

STA. 38+96.30, 23.4' LT

(BY OTHERS)

(ATG)#6274-08 

EX. CEI MH

(BY OTHERS)

 (TBR)CPP #SE5 48-2A

EX. WOOD POLE

CONNECTION PER STD-C03

PR. 1" WATER SERVICE

(TBR)AND VALVE BOX 

EX. WATER CURB VALVE

AND VALVE BOX PER STD-C03

PR. 1" WATER GATE VALVE

AND VALVE BOX PER STD-C03

PR. 1" WATER GATE VALVE

CONNECTION PER STD-C03

PR. 1" WATER SERVICE

(TBR)AND VALVE BOX 

EX. WATER CURB VALVE

(ATG)VALVE 

EX. WATER

CPP #SE5 48-2A (BY OTHERS)

PR. WOOD POLE

STA. 40+89.00, 37.0' RT

(TBR) (BY OTHERS)

CEI #39099

EX. WOOD POLE

(TBR)FOUNDATION 

EX. UTILITY POLE

D-13

D-14

D-15

D-16

FH-1

WVA-9

WS-1

WS-2

 (TBR)VALVE

EX. UNK. UTILITY

D-15A

WR-4

WR-5

WR-6

WR-7

R-6

R-7

(TBR)CONNECTION 

WATER SERVICE

EX. 1" LEAD
 (TBR)CONNECTION

WATER SERVICE

EX. 1" LEAD

(TBR)CONNECTION 

WATER SERVICE

EX. 1" LEAD

CEI #325728 C.P. (BY OTHERS)

PR. WOOD POLE

STA. 40+21.00, 37.0' RT

(DND)CEI #630729 

EX. WOOD POLE

(BY OTHERS)

CONCRETE ENCASED

3-4" PVC DUCTS

PR. CEI DUCT BANK

(BY OTHERS)

CONCRETE ENCASED

3-4" PVC DUCTS

PR. CEI DUCT BANK

NOTES:

RELOCATED UTILITY

WORKING NEAR 

EXERCISE CARE WHILE 

CONTRACTOR SHALL 1.

SEE NOTE 1

SEE NOTE 1
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(TBR)

EX. CB

(TBR)

EX. HYDRANT

(TBR)

EX. CB

(TBR)

EX. CB

CONST. KINSMAN RD.

| EX. R/W &

(TBRL)CAN 

EX. TRASH

(TBR)POLE 

EX. SIGNAL

(TBR)POLE 

EX. SIGNAL

 (TBR)PULL BOX

EX. SIGNAL

 (TBRL)CAN

EX. TRASH

(DND)VAULT 

EX. AT&T

CONST. E. 93RD ST.

| EX. R/W &

(TBR)

EX. CB

(ATG)

EX. MH

PR. SIGNAL POLE

(TBR)PULL BOX 

EX. SIGNAL

(TBR)POLE 

EX. SIGNAL

PR. SIGNAL POLE

(DND)

EX. MH

(RTG)

EX. MH

(TBR)PULL BOX 

EX. SIGNAL

(ATG)

EX. MH

(TBR)POLE 

EX. SIGNAL

(TBR)CABINET 

EX. SIGNAL

(TBR)PULL BOX 

EX. SIGNAL
(DND)

EX. MH

SAWCUT

SAWCUT

SAWCUT

SAWCUT

EDGE (TYP)

RESURFACING

8984

3 15

 (DND)ANCHOR

EX. GUY

 (DND)ANCHOR

EX. GUY

 (DND)CPP #SE5-46

EX. WOOD POLE

PR. CITY CB-3

PR. CITY CB-3

 (TBR)ANCHOR

EX. GUY

 (TBR)SIGN

EX. PRIVATE

(ATG)

EX. MH

SEE NOTE 1

SEE NOTE 1

PIPE U.D.

PR. BASE 

PIPE U.D.

PR. BASE 

PIPE U.D.

PR. BASE 

PIPE U.D.

PR. BASE 

PIPE U.D.

PR. BASE 

PIPE U.D.

PR. BASE 

NOTES:

NOTE 1

SEE

KINSMAN RD.

E
. 9

3
R

D
 

S
T
.

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

 DND)MH

EX. NEORSD

(DND)MH 

EX. NEORSD

(BY OTHERS)

(TBR)CEI #601446 

EX. WOOD POLE

(BY OTHERS)

 (TBR)CEI #214058

EX. WOOD POLE

(ATG)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(ATG)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

PIPE U.D.

PR. BASE

(TBR)

EX. CB

CB-3

PR. CITY

 (TBR)EX. CB

MH-1

PR. CITY

PULL BOX

PR. SIGNAL

(TBR)BOX PULL 

EX. SIGNAL

PULL BOX

PR. SIGNAL

PULL BOX

PR. SIGNAL

PULL BOX

PR. SIGNAL

PULL BOX

PR. SIGNAL

 (TBR)VALVE

EX. UNK. UTILITY

(TBR)SUPPORT 

EX. PEDESTAL

SUPPORT

PR. PEDESTAL

SUPPORT

PR. PEDESTAL

(DND)MH 

EX. WATER

(DND)MH 

EX. WATER

(DND)MH 

EX. WATER

 (DND)MH

EX. WATER

 (ATG)MH

EX. WATER

 (ATG)MH

EX. WATER

(ATG)MH 

EX. WATER

(DND)MH 

EX. WATER

SEE NOTE 2

SEE NOTE 2

SEE NOTE 2

(DND)METER 

EX. WATER

CABINET

PR. SIGNAL

(ATG)#117-4 

EX. CPP MH

MH-1

PR. CITY

121 125

2 SCHEMATIC PLAN

- TYPICAL SECTIONS

52 PLAN

53 PROFILE

72 PARKING LOT PLAN

- CROSS SECTIONS

DescriptionSheet

CROSS REFERENCES

113 INTERSECTION DETAIL

118 PAVEMENT JOINT PLAN

- DRIVE DETAILS

PR. CB-6

PR. PEDESTAL SUPPORT

PR. SIGNAL POLE

SUPPORT

PR. PEDESTAL

CURB COVER)

(ATG WITH

MHEX. CPP 

FROM 8' NORTH) (BY OTHERS)

(RELOCATEDGCRTA BUS SHELTER 

FROM 20' NORTH) (BY OTHERS)

GCRTA BUS SHELTER (RELOCATED
PULL BOX

PR. SIGNAL

PULL BOX

PR. SIGNAL

POLE

PR. SIGNAL

PULL BOX

PR. SIGNAL

SEE NOTE 2

(BY OTHERS)

PR. 8" MDPL GAS

(BY OTHERS)

PR. 8" MDPL GAS

706.08

12" TYPE B,

706.08

15" TYPE B,

706.08

12" TYPE B,

12" TYPE B, 706.08

706.08

12" TYPE B,

706.08

12" TYPE B,

706.0812" TYPE B, 

12" TYPE B, 706.08

706.08

12" TYPE B,

706.08

12" TYPE B,

SEE NOTE 2

706.08

12" TYPE B,

(TBR)VALVE 

EX. GAS

179 SIGNAL PLAN

166 SIGN & PVT MRK PLAN

- CPP DUCT BANK PLAN142139

PR. HYDRANT PER STD-H08

STA. 41+35.00, 26.0' LT

BOX PER STD-H08

VALVE AND VALVE

PR. WATER GATE

(BY OTHERS)

(ATG)#6274-09 

EX. CEI MH

(TBR)VALVE 

EX. GAS

(TBR) (BY OTHERS)

EX. GCRTA BUS SHELTER

(BY OTHERS)

(TBR)GUY POLE 

EX. ALUMINUM CEI

(DND)VALVE 

EX. GAS

(TBR)ANCHOR 

EX. GUY

(DND)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

(TBR)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

 (DND)VALVE

EX. WATER

(ATG)VALVE 

EX. WATER
(ATG)VALVE 

EX. WATER

CPP (BY OTHERS)

PR. WOOD POLE

STA. 42+58.89, 52.6' LT

(TBR) (BY OTHERS)

EX. CPP WOOD POLE

(TBR) (BY OTHERS)

EX. CPP WOOD POLE

(BY OTHERS)

PR. CPP WOOD POLE

STA. 41+71.00, 31.0' LT

 (TBR)AND VALVE BOX

EX. WATER CURB VALVE

CONNECTION PER STD-C03

PR. 2" WATER SERVICE

(TBR) (BY OTHERS)

SHELTER EX. GCRTA BUS 

CPP #SE5-47 (BY OTHERS)

PR. WOOD POLE

STA. 42+93.87, 69.5' RT

(TBR)FOUNDATION 

EX. UTILITY POLE

(TBR)POLE 

EX. LIGHT

 (TBR)LIGHT POLE

EX. ALUMINUM

 (TBR)POLE

WOODEX. 

(TBR)POLE 

EX. STEEL

(TBR)

EX. CB

FH-2

WVA-10

WVA-11

WVA-12

WVA-13

WVA-14

WVA-15

WVA-16

WS-3

 (TBR)SIGN

EX. PRIVATE

D-16

D-17

D-18

D-19

D-20

D-21

D-22

D-23

D-24

D-38
D-36MH-1

PR. CITY

CB-1

PR. CITY

D-41

D-28

D-34

WVA-21

D-35

(TBR)

EX. CB

706.08

12" TYPE B,

D-40

D-39

D-42

D-18A

 (ATG)MH

EX. WATER

WR-9

WR-8

WMA-1

WMA-2

WMA-3

WMA-4

R-10

R-8

R-9

R-11

R-12

R-13

R-14

R-16

R-17

R-21

R-18

R-20

R-38

R-40

R-39

R-41

R-42

R-43

133132- WATER WORK DETAILS

EMH-3

EMH-3X
(AIP)117-3 

EX. CPP VAULT

R-15

EMH-1

EMH-4

(BY OTHERS)

(TBR)CPP #SE5-47 

EX. WOOD POLE

SEE NOTE 1

PIPE U.D.

PR. BASE 

SEE NOTE 1

GVA-1

GVA-2

GVA-3

(ATG)VALVE 

EX. GAS

(ATG) VALVE 

EX. GAS

(ATG)VALVE 

EX. GAS

(TBR)CONNECTION 

EX. 2" LEAD WATER SERVICE

48' EAST) (BY OTHERS)

(RELOCATED FROM

GCRTA BUS SHELTER

NOTE 3

SEE

EDB-3
ER-3

ER-4

EDB-4

EDB-1

ER-2

CONCRETE ENCASED

6-5" PVC CONDUITS

PR. CPP DUCT BANK

PR. CITY CB-1

SEE NOTE 3

SEE NOTE 3

(BY OTHERS)

PR. AT&T DUCTS

CONCRETE ENCASED

9-5" PVC CONDUITS

PR. CPP DUCT BANK

PR. CITY CB-1

CONCRETE ENCASED

9-5" PVC CONDUITS

PR. CPP DUCT BANK

EDB-2

AND VALVE BOX PER SCD-C03

PR. 2" WATER GATE VALVE

R-19

12" TYPE B, 706.08

(BY OTHERS)

PR. AT&T DUCTS

(8' X 12' X 10' HR)

PR. CPP VAULT 117-3

(TBR) (BY OTHERS)

CEI #601447

EX. WOOD POLE

PR. SIGNAL PULL BOX

(TBR) (BY OTHERS)

CEI #520332

EX. WOOD POLE

(BY OTHERS)

PR. CPP WOOD POLE

STA. 41+30.00, 37.0' RT

(BY OTHERS)

PR. CPP WOOD POLE

STA. 41+96.00, 37.0' RT

(BY OTHERS)

PR. CPP WOOD POLE

STA. 42+30.60, 66.5' RT

(BY OTHERS)

PR. CPP DOWNGUY

RELOCATED UTILITY

WORKING NEAR 

EXERCISE CARE WHILE 

CONTRACTOR SHALL 

TRENCH

CONDUIT TO SPAN 

PROVIDE 10' OF TYPE F 

PER ODOT SCD DM-1.1

MASONRY COLLAR

UNDERDRAIN OUTLET

CONDUIT FOR 

PROVIDE 10' OF TYPE F 

4.

3.

2.

1.

SEE NOTE 4

SEE NOTE 4

SEE NOTE 4

SEE NOTE 4
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27" VCP

27" VCP

18" RCP21" VCP

12
" 

V
C

P

30"

INTERCONNECT

12
" 
P
V
C

12" PVC

6
" 

P
V

C

(NEORSD)

42" RCP

(NEORSD)

42" RCP

(NEORSD)
66" BRICK

44 45 46

67

U
T
I
L
I
T

Y
 

P
L

A
N
 
-
 

K
I
N

S
M

A
N
 

R
D
.

S
T

A
. 

4
3

+
5

0
.0

0
 

T
O
 

S
T

A
. 

4
6

+
0

0
.0

0

J
T

H

D
A

B

..
.\

S
h
e
e
t
s
\

1
1
0
4

2
6
_

G
P
1
0
5
.d

g
n
 
 
 
4
/
2
7
/
2
0
2
1
 
1
:5

7
:1

3
 

P
M
 
 
 
J
o
s
e
p
h
.H

o
g
a
n

H
O

R
I
Z

O
N

T
A

L

S
C

A
L

E
 
I
N
 
F

E
E

T

10

5
2
0

C
A

L
C

U
L

A
T

E
D

C
H

E
C

K
E

D

0

202

C
U

Y
-
4

2
2
-
0

4
.3

4

N

6
8

M
A

T
C

H
L
I
N

E
 
S

T
A
.
 
4
6
+
0
0
.
0
0
,
 
S

E
E
 
S

H
E

E
T
 

6
6

M
A

T
C

H
L
I
N

E
 
S

T
A
.
 
4
3
+
5
0
.
0
0
,
 
S

E
E
 
S

H
E

E
T
 

(DND)

EX. 8" TREE

(TBR)EX. HYDRANT 

 (TBR)EX. SHRUB

SAWCUT

(TBR)BOX 

EX. PULL 

(DND)METER 

EX. WATER

(DND)BOX 

EX. PULL

(DND)MH 

EX. UTILITY

CONST. KINSMAN RD.

| EX. R/W &

(DND)MH 

EX. SAN

(TBRL)CAN 

EX. TRASH

(TBR)BOX 

EX. PULL

(DND)

EX. CB

 (DND)POLE

EX. ALUMINUM

(TBR)

EX. CB

(TBR)BOX 

EX. PULL

SAWCUT

9489

52 54

53 55

3 15

ODOT SCD DM-1.1

MASONRY COLLAR PER

PR. CITY CB-1

PR. CITY CB-1

PR. CITY CB-1

(DND)CPP 

EX. WOOD POLE

(DND)CPP 

EX. WOOD POLE

(TBR)EX. GUY ANCHOR 

 (DND)EX. GUY ANCHOR

UNDERDRAIN

PR. BASE PIPE

UNDERDRAIN OUTLET

CONDUIT FOR

10' OF TYPE F

UNDERDRAIN

PR. BASE PIPE

FOR UNDERDRAIN OUTLET

CONDUIT10' OF TYPE F FOR UNDERDRAIN OUTLET

CONDUIT10' OF TYPE F 

UNDERDRAIN

PR. BASE PIPE

UNDERDRAIN

PR. BASE PIPE

UNDERDRAIN

PR. BASE PIPE

KINSMAN RD.

(TBR)EX. 10" TREE 

(BY OTHERS)

(TBR)CEI #811420 

EX. WOOD POLE

(BY OTHERS)

(TBR)C.P. 

CEI #352859

EX. WOOD POLE

(BY OTHERS)

(TBR)CEI #800392 

EX. WOOD POLE

 (TBRL)CAN

EX. TRASH

CEI #739224 C.P. (BY OTHERS)

PR. WOOD POLE

STA. 44+80.00, 35.0' RT

CEI #800392 (BY OTHERS)

PR. WOOD POLE

STA. 45+69.00, 31.0' RT

(ATG)#117-6 

EX. CPP MH

133132

(BY OTHERS)

PR. 8" MDPL GAS

706.08

12" TYPE B,

12" TYPE B, 706.08

706.08

12" TYPE B,

(RTG, APP)

EX. MH

PR. HYDRANT PER STD-H02

STA. 44+90.10, 34.1' RT

166 167

(BY OTHERS)

(ATG)#6274-10 

EX. CEI MH

(BY OTHERS)

(TBR)CPP #SE6-50A 

EX. WOOD POLE

706.08

12" TYPE B,

(BY OTHERS)

(TBR)CPP #SE1336 

EX. WOOD POLE

CPP #SE6-50A (BY OTHERS)

PR. WOOD POLE

STA. 43+78.00, 37.0' RT

CPP #SE1336 (BY OTHERS)

PR. WOOD POLE

STA. 44+55.92, 46.7' RT

 (DND)VALVE

EX. WATER

 (DND)VALVE

EX. WATER

(TBR)VALVE 

EX. GAS

AND VALVE BOX PER STD-C03

PR. 1" WATER GATE VALVE

(TBR) (BY OTHERS)

EX. GCRTA BUS SHELTER

(TBR)BOX 

EX. PULL

(TBR)BOX 

EX. PULL

 (TBR)BOX

EX. PULL

(TBR)VALVE 

EX. UNK. UTILITY

(TBR)POLE 

EX. STEEL

(DND)LIGHT POLE 

EX. ALUMINUM

 (TBR)POLE

EX. STEEL

 (DND)LIGHT POLE

EX. STEEL

(TBR)LIGHT POLE 

EX. STEEL

 (TBR)FOUNDATION

EX. UTILITY POLE

WS-4

D-25

(ATG, APP)

EX. CB

D-24

D-23

D-26

D-27

FH-3

CONNECTION PER STD-C03

PR. 1" WATER SERVICE

PIPE UNDERDRAIN

10' OF UNCLASSIFIED

WR-10

WR-11
R-22

R-23

R-24

R-25

R-26

R-27

R-28

R-29

R-30

R-31 R-32

R-33

R-34

R-35

139 142

EMH-4

ER-2

(TBR)CONNECTION 

WATER SERVICE

EX. 1" LEAD

(BY OTHERS)

PR. AT&T DUCTS

UNDERDRAIN

PR. BASE PIPE

CONCRETE ENCASED

9-5" PVC CONDUITS

PR. CPP DUCT BANK

EDB-2

- SIGN & PVT MRK PLAN

- CPP DUCT BANK PLAN
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- CROSS SECTIONS

72 PARKING LOT PLAN
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119 PAVEMENT JOINT PLAN

& DRIVE DETAILS

- WATER WORK DETAILS

121 123

(BY OTHERS)

PR. CEI DOWNGUY

(BY OTHERS)

CONCRETE ENCASED

3-4" PVC DUCTS

PR. CEI DUCT BANK

(BY OTHERS)

SERVICE LINE

PR. 4" MDPL GAS

NOTES:

RELOCATED UTILITY

WORKING NEAR 

EXERCISE CARE WHILE 

CONTRACTOR SHALL 1.

SEE NOTE 1

SEE NOTE 1

SEE NOTE 1

NOTE 1

SEE
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CONST. KINSMAN RD.

| EX. R/W &

(DND)EX. 6" TREE 

(DND)EX. HYDRANT 

(DND)

EX. MH

CONST. E. 94TH ST.

| EX. R/W &

(DND)MH 

EX. WATER 

 (DND)POLE

EX. STEEL

 (DND)POLE BASE

EX. CONC LIGHT

(DND)POLE 

EX. STEEL

(DND)

EX. CB

(DND)

EX. CB

(DND)

EX. MH

(DND)TREE 

EX. 36"

(DND)

EX. MH

(DND)

EX. CB

(DND)

EX. CB

SAWCUT

9594

3 15

(DND)CPP #SE5-6-51A 

EX. WOOD POLE

(DND)CPP #NE 383 

EX. WOOD POLE

(DND)CPP 

EX. WOOD POLE

(DND)CEI #802849 

EX. WOOD POLE(DND)CEI #804740 

EX. WOOD POLE

(DND)CPP 

EX. WOOD POLE

UNDERDRAIN

PR. BASE PIPE

KINSMAN RD.

E
. 

9
4
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H
 

S
T
.

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)REGULATOR 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)GV 

EX. WATER

(DND)VALVE 

EX. GAS STOP

(DND)#117-7 

EX. CPP MH

2 SCHEMATIC PLAN

- TYPICAL SECTIONS

54 PLAN

55 PROFILE

- CROSS SECTIONS

117 INTERSECTION DETAIL
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CROSS REFERENCES

119 PAVEMENT JOINT PLAN

167 SIGN & PVT MRK PLAN

               

(DND)MH 

EX. NEORSD

ODOT SCD DM-1.1

MASONRY COLLAR PER

(BY OTHERS)

PR. 8" MDPL GAS

12" TYPE B, 706.08

(TBR)EX. CB 

PR. CB-6

(ATG)VALVE 

EX. WATER

WVA-17

D-28

R-36

 (DND)POLE

EX. NEORSD
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CONST. E. 93RD ST.

| EX. R/W &

 (DND)STEEL BOLLARD

EX. CONC. FILLED

 (DND)EX. GUARDRAIL

 (DND)POLE

EX. ALUMINUM

(DND)EX. 2" BOLLARD 

(DND)POLE 

EX. WOOD

(ATG)

EX. MH

(DND)MH 

EX. WATER

(DND)POLE 

EX. STEEL

(DND)KNEE WALL 

EX. CONC.

 (DND)POLE

EX. WOOD

EDGE (TYP)

RESURFACING

3 15

96 98

 (DND)CPP #SE5-45

EX. WOOD POLE

E. 93RD ST.

(ATG)MH 

EX. NEORSD

(ATG)#117-11 

EX. CPP MH

(ATG)MH 

EX. NEORSD

(ATG)MH 

EX. NEORSD

(ATG)MH 

EX. NEORSD

(BY OTHERS)

PR. 8" MDPL GAS

(BY OTHERS)

PR. 8" MDPL GAS

(BY OTHERS)

PR. 8" MDPL GAS
D-29

D-30

D-31

D-32

D-33

(BY OTHERS)

(ATG)#6274-07 

EX. CEI MH

WVA-18
WVA-19

 (ATG)VALVE

EX. WATER

2 SCHEMATIC PLAN

- TYPICAL SECTIONS

56 PLAN

57 PROFILE

- CROSS SECTIONS

- CPP DUCT BANK PLAN
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EMH-11
CONCRETE ENCASED

6-5" PVC CONDUITS

PR. CPP DUCT BANKEDB-3
ER-3

NOTES:

SEE NOTE 1

1.

DUCT BANK

INSTALLATION OF CPP 

GAS LINE DURING 

PROTECT AND SUPPORT 

CONTRACTOR SHALL 

SEE NOTE 1
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(DND)MH 

EX. WATER

(DND)MH 

EX. WATER

(ATG)MH 

EX. WATER

(DND)MH 

EX. WATER

(DND)EX. HYDRANT 

(DND)

EX. MH

(ATG)

EX. MH

(ATG)

EX. MH

(TBR)

EX. CB

(TBR)

EX. CB
 (TBRL)CAN

EX. TRASH

(TBR)UTILITY POLE 

EX. ALUMINUM

PR. SIGNAL POLE

(DND)VAULT 

EX. AT&T

(ATG)

EX. MH

(TBR)POLE 

EX. SIGNAL

(TBRL)CAN 

EX. TRASH

 (DND)METER

EX. WATER

 (TBR)PULL BOX

EX. SIGNAL

(TBR)PULL BOX 

EX. SIGNAL

PR. SIGNAL POLE

(DND)MH 

EX. WATER

(TBR)PULL BOX 

EX. SIGNAL

(TBR)POLE 

EX. SIGNAL

(TBR)EX. HYDRANT 

PR. SIGNAL POLE

 (TBR)SIGN

EX. PRIVATE

EDGE (TYP)

RESURFACING

SAWCUT

SAWCUT SAWCUT

SAWCUT

98 103

3 15

PR. CITY CB-3

PR. CITY CB-3

CB-3

PR. CITY

 (TBR)ANCHOR

EX. GUY

 (DND)CPP #SE5-46

EX. WOOD POLE

PR. CITY CB-1

PR. CITY CB-1

 (DND)CPP #SE5/6-46

EX. WOOD POLE

E. 93RD ST.

K
IN

S
M

A
N
 

R
D
.

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(BY OTHERS)

(TBR)CEI #811420 

EX. WOOD POLE

(BY OTHERS)

(TBR)CEI #601447 

EX. WOOD POLE

(TBR) (BY OTHERS)

CEI GUY POLE

EX. ALUMINUM

(DND)MH 

EX. NEORSD

(DND)MH 

EX. NEORSD

(TBR)

EX. CB

(TBR)

EX. CB

NOTES:

SEE NOTE 1

SEE NOTE 3

SEE NOTE 1

SEE NOTE 1

PIPE U.D.

PR. BASE

SEE NOTE 2

SEE NOTE 2

PR. SIGNAL POLE

PULL BOX

PR. SIGNAL

(TBR)PULL BOX 

EX. SIGNAL

(DND)EX. WATER MH 

(ATG)EX. WATER MH 

(DND)EX. MH 

(ATG)EX. WATER MH 

PR. SIGNAL PULL BOX

(ATG)EX. MH 

(TBR)EX. SIGNAL CABINET 

(TBR)EX. SIGNAL PULL BOX 

PULL BOX

PR. SIGNAL

PIPE U.D.

PR. BASE

(TBR)

EX. CB

PULL BOX

PR. SIGNAL

PIPE U.D.

PR. BASE

(TBR)VALVE 

EX. UNK UTILITY

(DND)VALVE 

EX. UNK UTILITY

SUPPORT

PR. PEDESTAL

SUPPORT

PR. PEDESTAL

(TBR)SUPPORT 

EX. PEDESTAL

(ATG)#117-4 

EX. CPP MH

(ATG)MH 

EX. WATER

125121

PR. CB-6

SUPPORT

PR. PEDESTAL

PR. PEDESTAL SUPPORT

118 120

FROM 20' NORTH) (BY OTHERS)

GCRTA BUS SHELTER (RELOCATED

FROM 8' NORTH) (BY OTHERS)

GCRTA BUS SHELTER (RELOCATED

PR. SIGNAL PULL BOX

(TBR)EX. SIGNAL POLE 

PR. SIGNAL CABINET

PR. SIGNAL PULL BOX

PULL BOX

PR. SIGNAL

PULL BOX

PR. SIGNAL

SEE NOTE 2

(BY OTHERS)

PR. 8" MDPL GAS

(BY OTHERS)

PR. 8" MDPL GAS

(BY OTHERS)

PR. 8" MDPL GAS

(TBR)EX. CB 

706.08

12" TYPE B,

706.08

12" TYPE B,

706.08

12" TYPE B,

706.08

12" TYPE B,

12" TYPE B, 706.08

706.08

12" TYPE B,

SEE NOTE 2

706.08

12" TYPE B,

WITH CURB COVER)

(ATGEX. CPP MH 

(BY OTHERS)

(ATG)#6274-09 

EX. CEI MH

CPP (BY OTHERS)

PR. WOOD POLE

STA. 100+45.00, 34.0' RT

(DND)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(DND)VALVE 

EX. GAS

(ATG)VALVE 

EX. WATER

(TBR)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

(DND)VALVE 

EX. WATER

(ATG)VALVE 

EX. WATER

 (DND)VALVE

EX. WATER

(ATG)VALVE 

EX. WATER

(ATG)EX. WATER VALVE 

(ATG)EX. WATER VALVE 

(ATG)EX. WATER VALVE 

(ATG)VALVE 

EX. WATER

(TBR) (BY OTHERS)

EX. CPP WOOD POLE

(TBR) (BY OTHERS)

EX. CPP WOOD POLE

CPP (BY OTHERS)

PR. WOOD POLE

STA. 100+52.72, 52.5' LT

CPP #SE5-47 (BY OTHERS)

PR. WOOD POLE

STA. 99+10.00, 34.0' RT

(TBR) (BY OTHERS)

CPP #SE5-47

EX. WOOD POLE

(TBR) (BY OTHERS)

EX. GCRTA BUS SHELTER

(TBR) (BY OTHERS)

EX. GCRTA BUS SHELTER

12" TYPE B, 706.08

 (TBR)EX. SIGNAL POLE

PR. SIGNAL PULL BOX

CONNECTION PER STD-C03

PR. 2" WATER SERVICE

(DND)VALVE 

EX. GAS

WVA-20 WVA-21

D-36

MH-1

PR. CITY
D-38

 (TBR)POLE

EX. LIGHT

(TBR)FOUNDATON 

EX. UTILITY POLE

D-44

D-42

D-41

WVA-10

WVA-12

WVA-14

WVA-16

 (TBR)AND VALVE BOX

EX. WATER CURB VALVE
D-22

D-19

WS-3(TBR)POLE 

EX. WOOD

(TBR)EX. GAS VALVE 

D-37

D-34

(TBR)VALVE 

EX. GAS 

WVA-13

WVA-11

D-39

D-35
MH-1

PR. CITY

(TBR)POLE 

EX. STEEL

PR. HYDRANT PER STD-H08

STA. 41+35.00, 26.0' LT

FH-2

VALVE BOX PER STD-H08

PR. WATER GATE VALVE AND

D-18A

(BY OTHERS)

PR. CPP WOOD POLE

STA. 99+40.50, 30.75' LT

WR-9

WMA-1

WMA-2

WMA-3

WMA-4

R-38

R-39

R-40

R-41

R-42

R-43

WR-8

R-12

R-13

R-18

R-20

R-15

R-17

R-19

R-21
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EDB-2

EMH-3

EMH-3X

 (AIP)117-3

EX. CPP VAULT
EMH-1

EMH-4

R-37

(ATG)VALVE 

EX. GASGVA-3

PR. CITY MH-1

D-41

D-40

R-11

EDB-4

ER-4
ER-3

CONCRETE ENCASED

8-5" PVC CONDUITS

PR. CPP DUCT BANK

EDB-3

SEE NOTE 3

AND VALVE BOX PER SCD-C03

PR. 2" WATER GATE VALVE

CONCRETE ENCASED

9-5" PVC CONDUITS

PR. CPP DUCT BANK

CONCRETE ENCASED

6-5" PVC CONDUITS

PR. CPP DUCT BANK

CONCRETE ENCASED

9-5" PVC CONDUITS

PR. CPP DUCT BANK

EDB-1

(8' X 12" X 10' HR)

PR. CPP VAULT 117-3

(BY OTHERS)

PR. CPP DOWNGUY

(BY OTHERS)

PR. CPP WOOD POLE

STA. 99+80.23, 52.86' LT

UTILITY

WORKING NEAR RELOCATED 

EXERCISE CARE WHILE 

CONTRACTOR SHALL 

OF UNDERDRAIN.

NON-PERFORM FIRST 15' 

AND/OR CPP DUCT BANK, 

CONFLICT WITH DRAINAGE 

IF UNDERDRAIN IS IN 

ODOT SCD DM-1.1

MASONRY COLLAR PER 

OUTLET

CONDUIT FOR UNDERDRAIN 

PROVIDE 10' OF TYPE F 

4.

3.

2.

1.

SEE NOTE 4

SEE NOTE 4

SEE NOTE 4
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(ATG)

EX. MH

(ATG)

EX. MH

(DND)EX. HYDRANT 

(DND)METER 

EX. WATER

(DND)POLE 

EX. SIGNAL

(DND)POLE 

EX. SIGNAL

(DND)POLE 

EX. SIGNAL

 (DND)METER

EX. WATER

(DND)BOX 

EX. PULL

(ATG)

EX. MH

(TBR)

EX. CB

(ATG)

EX. CB

 (DND)POLE

EX. WOOD

(ATG)

EX. CB

(DND)EX. PAY PHONE 

 (DND)CANOPY

EX. OVERHEAD

(DND)BOLLARD 

EX. 3" STEEL

(DND)BOLLARD 

EX. 3" STEEL

(DND)PHONE 

EX. PAY

(TBRL)CAN 

EX. TRASH

 (DND)EX. GUARDRAIL

(TYP) (DND)BOLLARD 

EX. 21" CONCRETE

(TYP) (DND)BOLLARD 

EX. 4" STEEL

(TYP) (DND)BOLLARD 

EX. 4" STEEL

(TYP) (DND)BOLLARD 

EX. 4" STEEL

(DND)FOUNDATION 

EX. CONC LIGHT POLE

(DND)CAN 

EX. TRASH

(ATG)

EX. CB

CONST. E. 93RD ST.

| EX. R/W &

EDGE (TYP)

RESURFACING

SAWCUT

SAWCUT

3 15

$XS113103

PR. CITY CB-1

PR. CITY CB-1

 (DND)CPP #SE5-48-1B

EX. WOOD POLE

 (DND)CEI #536343

EX. WOOD POLE

 (DND)CEI #520331

EX. WOOD POLE

(DND)CPP #SE5-48A 

EX. WOOD POLE

UNDERDRAIN

PR. BASE PIPE

FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT

UNDERDRAIN

PR. BASE PIPE

FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT

(DND)TRANSFORMER 

EX. POLE-MOUNTED

E. 93RD ST.

R
A

M
O

N
A
 

B
L

V
D
.

(DND)MH 

EX. NEORSD

(DND)CEI #647832 

EX. WOOD POLE

SUPPORT

PR. PEDESTAL

SUPPORT

PR. PEDESTAL

 (DND)SUPPORT

EX. PEDESTAL(TBR)SUPPORT 

EX. PEDESTAL

(DND)POLE 

EX. WOOD

(DND)CABINET 

EX. SIGNAL

PULL BOX

PR. SIGNAL

 (DND)PULL BOX

EX. SIGNAL

 (TYP) (DND)VALVES

EX. UTILITY (TYP) (DND)VALVES 

EX. UTILITY

(DND)PULL BOX 

EX. SIGNAL

(ATG)#117-2 

EX. CPP MH

121 125

SUPPORT

PR. PEDESTAL

(DND)PULL BOX 

EX. SIGNAL

FROM 8' SOUTH) (BY OTHERS)

GCRTA BUS SHELTER (RELOCATED

12" TYPE B, 706.08
12" TYPE B, 706.08

12" TYPE B, 706.08

12" TYPE B, 706.08

12" TYPE B, 706.08

AS PER PLAN

PR. CB 2-2B,

PR. CITY MH-1

PER ODOT SCD DM-1.1

MASONRY COLLAR

POLE

PR. SIGNAL 

(RTG, APP)

EX. MH

(BY OTHERS)

 (ATG)#6274-11

EX. CEI MH

(TBR) (BY OTHERS)

EX. GCRTA BUS SHELTER

 (ATG)VALVE

EX. WATER

(DND)VALVE 

EX. WATER

 (ATG)VALVE

EX. WATER

 (DND)VALVE

EX. GAS

 (TBR)POLE

EX. WOOD

(ATG) (BY OTHERS)

EX. GAS VALVE

D-44

D-45

D-46

D-47

D-48

D-49

D-50

D-51

D-52

D-53

D-54

WVA-22

WVA-23

(ATG) (BY OTHERS)

EX. GAS VALVE

R-44

R-45
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- CROSS SECTIONS
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- DRIVE DETAILS

- CPP DUCT BANK PLAN142139

EMH-2

D-43

FOR UNDERDRAIN OUTLET

10' OF TYPE F CONDUIT

GVA-4

GVA-5

 (DND)POLE

STEEL

EX. NEORSD

(TBR) (BY OTHERS)

CEI #520413

EX. WOOD POLE

CEI #520413 (BY OTHERS)

PR. WOOD POLE

STA. 102+90.00, 30.0' LT

(BY OTHERS)

CONCRETE ENCASED

3-4" PVC DUCTS

PR. CEI DUCT BANK

(TBR)EX. STUMP 

(TBR) (BY OTHERS)

CEI #520332

EX. WOOD POLE

(BY OTHERS)

PR. CPP WOOD POLE

STA. 101+07.00, 31.0 LT
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